
 

 

 

 

 

 

 

 
 

FARMINGTON WATER POLLUTION CONTROL AUTHORITY MEETING 
Meeting Minutes 

Wednesday, September 10th, 2025 
Farmington WPCF, 1 Westerberg Drive & Online Meeting 

 
 

A. PUBLIC HEARINGS 
 

 
B. REGULAR MEETING 

 
Chairman James Foote called the meeting to order at 7:00 P.M. on 
Wednesday, September 10, 2025. 

 
Members Present: Chairman James Foote, Vice Chairman Kevin Ray, Phil 
Cordeiro, and Jigesh Shah. 
 
Members Attending Remotely (Zoom): N/A 

 
WPCF Staff Present: Mark Batorski, WPCF Superintendent 
 
Other Attendees: N/A 
 

C. NEW BUSINESS 
        

D.  ACCEPTANCE OF MINUTES 
 

Motion: To accept the Minutes of the Wednesday, July 9, 2025, meeting. 
 

Upon a motion duly made and seconded, (Ray/Shah) the Authority 
 

Voted: To accept the minutes of the Wednesday July 9th, 2025, Meeting. 
 

Motion Passed 



 

 

 

 

 

 

 
           E. ORAL PETITIONS – PUBLIC COMMENTS 
 
                    None     
 

F.  COMMUNICATIONS / REPORTS 
 

A. WPCF Monthly Operating Report Summary July and August 2025. Mark 
Batorski informed the Authority that operations met all monthly regulatory 
requirements. 

 

F.  DIRECTOR OF PUBLIC WORKS / PROJECT ENGINEER’S REPORT 
 

1. Current reported dated July and August 2025 – Mark Batorski WPCF 
Superintendent briefed the Authority on the following projects: 

 
                Private Sewer Construction 
 
 

1)    Dominique’s Court 
 
a) Work has started on the construction of the sewer mainline of 

Dominique’s court.  
b)  Contractor to resume work and will extend from sewer main to last 

remaining lots this year. 
c)  Main line has been installed; contractors are connecting to laterals 

as they construct the homes.  
 

2)      LeJardin Way 
 

a) Installed the mainline and laterals throughout the development. 
b) Working on inverts and testing the system. 
c) System has passed all testing requirements, and connections to 

homes remain. 
 

3) 402 Farmington Avenue 
a) Construction on the main line extension to the building site has 

started. 
b) Connection to existing sewer main remains. 

 
4) 1600 New Britain Avenue  

a) Construction of the sewer line inside the development has started.  
b) Construction of the sewer main extension outside the development 

has been completed. 
c) Working on remaining sewer inside the development.  



 

 

 

 

 

 

                Public Sewer Construction & Repair  
 

1. None 
            

Sewer Pump Station Construction and Repairs 
 

A.  Stanley Pump Station 
 

1. On July 9th, operators and maintenance installed a new actuator for the 
generator louvers at the Stanley pump station.  This assists with cooling 
when the generator is in operation. 

 
B.  Snowberry Pump Station 

 

1. On July 11th and 29th, Kinsley cleared a clogged vent tube at the 
Snowberry pump station.  Pump #1 was also pulled, and a blockage of 
rags was discovered.  The pump ran without incident after cleaning. 

 
C. Patrick Flood Pump Station   

 
1. On July 27th, operators responded to the Patrick Flood pump station for 

a possible force main break.  After verifying it was the force main, 
McVac pump trucks, H.I. stone, Small Town Septic and Pierce builders 
were called to facilitate repairs.  CT DEEP was contacted, and the 
repair began two hours after the initial break.  The force main repair 
was completed at 11:30 PM, less than 10 hours after the break.  
 

           D.  All State and Harlan Pump Stations 
 

1. On August 7th and 8th, plant maintenance repaired both the low-
pressure sensor and the switch at the All State and Harlan Road pump 
stations. The generators were cycled and ran without incident. 

 
             E.  Batterson Park Pump Station 
 

1. On August 11th, operators and maintenance reprogrammed the generator 
controls at the Batterson Park pump station to adjust the cycle and run 
times.  

   
             F.  UConn Pump Station 
 

1. On August 12th, the UConn pump station experienced a storm related 
power blip.  All ran ok after the incident. A new belt was also installed on 
the louver fan motor. The pump station is currently out to bid for the I & C 
upgrade starting in approximately November 2025.   



 

 

 

 

 

 

              G.  Maple Ridge Pump Station 
 

1. On August 20th, the Maple Ridge pump station pump was reinstalled in 
the wet well after being rebuilt.  This was the first time the pump was 
rebuilt in its operational life. Amps and pumping rates returned to normal 
after the installation.   

   
                                 

Pump Station Control, Collection System, and I & C Systems 
 

1. In the months of July and August, WPCF personnel jetted Berkshire, 
Hamilton, Holmes Circle, Lakeview, Lowell, Robin, Salisbury, Stratford, 
Sussex, and Woodruff.   

2. In the months of July and August, WPCF assisted Highway in cleaning 
and Vac’ing storm drains on Backage Drive, Batterson Park Road, and 
Burlington Road.   

3. On July 17th, WPCF operators assisted in cleaning the Avon flow meter 
after a request from Avon. Both the golf course and Crocus Lane 
meters were cleaned.      

4. On August 4th, plant maintenance and operations replaced a bearing on 
the Vac Truck.  The truck is scheduled for a fan compressor 
replacement in the month of September.     

5. Throughout the months of July and August, operators continued to clear 
ROWs.  The ROWs at Bridgehampton and Newcastle were both 
inspected and cleared.     

6. In the months of July and August, operators worked with Highway using 
the sewer camera to help identify problem areas. 

7. In the month of August, WPCF management scheduled the Patrick 
Flood bypass for the semiannual wet well cleaning in September.     

 
WPCF Repairs and Upgrades 

 
1. On July 1st, the WPCF crane truck’s air conditioning compressor was 

repaired.      
2. On July 7th, plant maintenance and operations began working on a 

sodium permanganate dosing station to help with the dewatering process 
corrosion and odors.  

3. On July 15th, plant management and the laboratory analyst identified a 
process upset coming into the facility.  Ammonia increased, PH dropped 
and microbiology under the microscope showed signs of a toxic load. 
Settling also suffered, causing foaming issues in the aeration and 
secondary tanks.  Management was able to dose sodium hydroxide to 
assist in PH/alkalinity, PAC to aid in settling and flocculation, and Micro-C 
to help microbiology growth to assist in stimulating recovery throughout 
the plant.  No violations occurred during this time.  Discussion.      



 

 

 

 

 

 

4. On July 18th, McVac picked up a 12 cubic yard roll off of grit from our Vac 
pad.  These are usually scheduled about twice per year. 

5. On July 19th, multiple dosing points were initiated for Polyaluminum 
chloride throughout the facility to assist with phosphorus removal during 
the plant upset/toxic load.       

6. On July 30th, sodium hydroxide was turned on to assist with alkalinity and 
PH during the plant upset and toxic load.   

7. On August 3rd, it was noted that aeration and secondary foam started 
decreasing.  Microbiological activity in the lab also started to show signs of 
growth.   

8. On August 4th, the totalizer on the Headworks flow meter was adjusted to 
accommodate future flows. 

9. On August 9th, WPCF maintenance and operations pulled influent pump 
#1. The minicas faulted which displayed alarm for temp and seal failure.  It 
was determined there was a seal leak, the pump is currently being looked 
at by Flygt.  

10. On August 18th, plant operators and maintenance replaced a hydraulic 
hose and gauge on the Vac truck. 

11. On August 28th, the plant generator was exercised as part of the 
preventive maintenance program.  

12. On August 30th, a UV ballast failed on channel #1, and the ballast is 
scheduled to be replaced in the month of September.  

 
CT DEEP Updates  

 
Plant Upgrade 

 
1.   The Farmington WPCF was under its Nitrogen Permit (178 lbs.) in July 

by 38.75 lbs. and in August by 79 lbs., with total lbs. of 139.25 and 99 
lbs., respectively.  The fermentation tank continues to perform well and 
will continue to help monthly nitrogen totals decrease with the production 
of additional VFA’s/BOD.  

2.   JKB Consulting finalized the SWPPP in January 2020. This new permit is 
now in effect and includes weekly, monthly, and quarterly inspections 
and semi-annual sampling and toxicity testing. 

 
Inter-Town Sewer Use Agreements 

 

1. The Avon and Crocus flow meters were calibrated on May 6, 2025, with 
both towns present. Farmington and Avon WPCF personnel have been 
meeting at the meter vault monthly (weather permitting) to check and 
verify operation. 

 
 



 

 

 

 

 

 

WPCF Safety Initiatives 
 

1. Annual OSHA training was completed with Santo Manicone at the Highway 
garage on April 17th. 

2. WPCF personnel had their yearly hearing tests completed on March 18th, 2025. 
3. On February 28th, the new safety tripod for the WPCA arrived.  This is used in all 

confined space entries and permit-required work.    
4. On January 29th, we continued our voluntary Conn-OSHA plant site visit. Over 

the next couple of months to a year, they will walk the plant and pick out items of 
concern and give us time to correct them. 

5. On January 28th, Encore Fire Protection inspected plant fire extinguishers. 
Several (close to 40) need a six-year pressure test. Encore will be providing us 
with a quote 

6. On January 22, operators attended the Silica safety training that was available to 
all Public Works employees. 

7. All operators received required OSHA training for bloodborne pathogens and 
crane/hoist operation. We are inspecting eye wash stations, fire extinguishers, 
exit signs, bottle jacks and stands, and have scheduled inspections of chain falls 
and lifts.  They also resolved some of the lighting issues with the parking lot and 
lighting around tanks by trying to reprogram the controllers.  

8. Operators installed a safety step on the rear of the new F-250, allowing easier 
access to the bed of the truck. 

 
Plan Reviews/Approvals 

 

A. 8207 Executive Drive – Metro Realty Development – Application is for a 64-
unit Multi-Family Residential Complex. The development is currently under 
review with both the Inland and Wetlands Commission and Town Planning and 
Zoning.  

          
G.   New Business      
 

Motion: To approve the 2025-2026 WPCA Meeting Schedule  
 
Upon a motion duly made and seconded (Ray/Cordeiro), the Authority  
 
Voted: To approve the 2025-2026 WPCA Meeting Schedule 
 
Motion Passed 

 
 
               
H.  ANY OTHER BUSINESS THAT MAY COME BEFORE THE AUTHORITY 
            



 

 

 

 

 

 

I.  ADJOURNMENT 
 

Motion: To adjourn the September 10th, 2025, WPCA in person and online 
meeting. 

 
Upon a motion duly made and seconded (Ray/Shah), the Authority 

 
                Voted: To adjourn at 7:29 P.M. 
 

     Motion Passed  
 

Respectfully submitted, 
Mark Batorski, Superintendent 
Water Pollution Control Facility 
 
CC: 
WPCA Members, email 
Town Council Members, email 
Devon Aldave, email 
Tax Collector, email 
Town Clerk, email 
Bruce Cyr, email 
Everbridge 


